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Note : ACCORDING TO FSO INSPECTION REPORT- Applicant has been make fire pumpwater connection from
swimming poul which is not as per NBC 2016 direction, rest fire fighting installed as per rule.It is sole
responcibility of Seth MR jaipuriya school Orai management shall be constructed 10000 Itrs underground water
tank for fire fighting and make positive pressure connection with Fire Fighting Pump up to Dt-30-9-2022.It is
responcibility of school management that swimming pool (which is used for fire fighting purpose in current time)
shall not be used for swimming purpose till detach deconection of fire pump from swimming pool.
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Note:- Kinidy check the authentication of NOC by verifying the UID at departmental portal of UP Fire Service.

1

Scanned with CamScanner




